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Environmental Control Systems, Inc. 
Environmental Engineers and Management Consultants 

June 5, 2025 

Mr. Brian Russell 

Director of Facilities 

Wissahickon School District 

601 Knight Road 
Ambler, Pennsylvania 19002 

Re: Lead in Drinking Water Sampling Results 

Dear Mr. Russell: 

Various drinking water outlets in the Wissahickon School District were tested for Lead in Drinking 
Water on May 20, 2025. Samples were collected from outlets in accordance with EPA protocol 
listed in the 3T9s for Reducing Lead in Drinking Water in Schools, revised October 2018. 

The analysis was performed by Suburban Testing Labs, Reading. PA, an EPA accredited 
laboratory. Results are based on PDE and EPA recommended action level which is 0.015 mg/L 
for lead in schools based on a 250 ml sample analysis method for Metals by ICP-MS-EPA 200.8. 

The results from various outlets tested are under the PA Act 39, PDE and EPA action limit 
of 0.015 mg/L. Lead in Drinking Water Testing fulfills your 2024-2025 obligation Under PA Act 
39 of 2018. to test for or discuss lead levels annually in the drinking water of any facility where 
children attend school. 

Please let us know if you have any questions. 

Cordially, 

Joust Kepprvan) 

Barbara Lippmann 

President 

950 Sussex Boulevard, Broomall, PA 19008 
Ph: 610-328-2880 * www.ecsinfo.net * ecs_pa@hotmail.com



Wissahickon School District 
Lead in Drinking Water Test Results May, 2025 

School Year 2024-2025 

*The Pennsylvania Department of Education (PDE) and the US Environmental Protection 
Agency's (EPA) action level for Lead in Drinking Water is 0.015 milligrams/Liter (mg/L). Any 
result less than 0.015 mg/L requires no action. 

Building Location Type of Outlet Sample Result 
Date In mg/L 

High School Nurse Faucet Faucet 5/20/2025 ND 
High School Kitchen Prep Faucet 5/20/2025 ND 
High School Cafeteria Water Fountain 5/20/2025 ND 
High School Gym Water Fountain 5/20/2025 ND 

Middle School Nurse Faucet 5/20/2025 ND 
Middle School Kitchen Prep Faucet 5/20/2025 ND 
Middle School Cafeteria Water Fountain 5/20/2025 ND 
Middle School Gym Water fountain 5/20/2025 ND 

Blue Bell Nurse Faucet Faucet 5/20/2025 ND 
Blue Bell Kitchen Prep Faucet 5/20/2025 ND 
Blue Bell Cafeteria Water Fountain 5/20/2025 ND 
Blue Bell Gym Water Fountain 5/20/2025 ND 

Lower Gwynedd _| Nurse Faucet Faucet 5/20/2025 -003 
Lower Gwynedd _| Kitchen Prep Faucet 5/20/2025 ND 
Lower Gwynedd _| Cafeteria Water Fountain 5/20/2025 ND 
Lower Gwynedd | Gym Water Fountain 5/20/2025 ND 

Shady Grove Nurse Faucet Faucet 5/20/2025 ND 
Shady Grove Kitchen Prep Faucet 5/20/2025 ND 
Shady Grove Cafeteria Water Fountain 5/20/2025 ND 
Shady Grove Gym Water Fountain 5/20/2025 ND 

Stoney Creek Nurse Faucet Faucet 5/20/2025 ND 
Stoney Creek Kitchen Prep Faucet 5/20/2025 ND 
Stoney Creek Cafeteria Water Fountain 5/20/2025 ND 
Stoney Creek Gym Water Fountain 5/20/2025 ND 



Drinking Water Results Report 
Order ID: 5E06246 

Environmental Control Systems, Inc. Project: Wissahickon School District-Wissahickon High School 
950 Sussex Boulevard 

Broomall, PA 19008 

Attn: Barbara Lippmann PWSID: 

Sample Number: 5E06246-01 Site: WHS-Nurse Faucet Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:00 pm Sample Type: Grab 

Department / Test / Parameter Result Units. Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By | 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 = JA 05/30/25 18:11 RPV 

Sample Number: 5E06246-02 Site: WHS-Kitchen Prep Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:00 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL. MDL Prep Date By Analysis Date By 

Metals 

Lead < 0.001 mg/L. EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 18:13 RPV 

Sample Number: 5E06246-03 Site: WHS-Cafeteria WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:00 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL PrepDate By Analysis Date By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JA 05/30/25 18:15 RPV 

Sample Number: 5E06246-04 Site: WHS-Gym WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:00 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL PrepDate By AnalysisDate By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 06/02/25 18:50 RPV 

Sample Receipt Conditions: 

All samples met the sample receipt requirements for the relevant analyses 

Units P/A = Present/Absent 

Units P/F = Pass/Fail 

Report Generated On: 06/05/2025 10:09 am 5E06246 
STL_DW_Results Revision #4.0 Effective: 05/12/2025 

SUBURBAN TESTING LABS 
1037F MacArthur Road, Reading, PA 19605 Phone: 610-375-TEST Fax 610-375-4090 suburbantestinglabs.com 
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Drinking Water Results Report 
Order ID: 5E06247 

Environmental Control Systems, Inc. Project: Wissahickon School District-Wissahickon Middle School 
950 Sussex Boulevard 

Broomall, PA 19008 

Attn: Barbara Lippmann PWSID: 

Sample Number: 5E06247-01 Site: WMS-Nurse Faucet Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:30 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL PrepDate By AnalysisDate By 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 = JA 05/30/25 18:16 RPV 

Sample Number: 5£06247-02 Site: WMS-Kitchen Prep Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:30 pm Sample Type: Grab 

| Bepartment Test / Parameter Result Units. Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 UA 05/30/25 17:06 RPV 

Sample Number: 5E06247-03 Site: WMS-Cafeteria WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:30 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL. Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 17:07 RPV 

Sample Number: 5E06247-04 Site: WMS-Gym WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 12:30 pm Sample Type: Grab 

Department / Test / Parameter Result Units. Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 
Lead <0.001 mg/L EPA 200.8 0.015 Pass 0.001 09/29/25 JJA 05/30/25 17:09 RPV 

Sample Receipt Conditions: 

All samples met the sample receipt requirements for the relevant analyses. 

Units P/A = Present/Absent 
Units P/F = Pass/Fail 

Report Generated On: 06/05/2025 10:10 am 5E06247 

STL_DW_Results Revision #4.0 Effective: 05/12/2025 

ao SUBURBAN TESTING LABS pe 
1037F MacArthur Road, Reading, PA 19605 

aoa Phone: 610-375-TEST Fax: 610-375-4090 suburbantestinglabs.com _ 
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Environmental Control Systems, Inc. 

Drinking Water Results Report 
Order ID: 5E06251 

950 Sussex Boulevard 

Broomall, PA 19008 

Attn: Barbara Lippmann 

Project: Wissahickon School District-Blue Bell Elementary School 

PWSID: 

Sample Number: 5£06251-01 Site: Blue Bell-Nurse Faucet Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL. MDL Prep Date By Analysis Date ey | 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 = JA 05/30/25 17:33 RPV 

Sample Number: 5E06251-02 Site: Blue Bell-Kitchen Prep Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL = MDL PrepDate By AnalysisDate By 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 08/29/25 JA 05/30/25 17:35 RPV 

Sample Number: 5E06251-03 Site: Blue Bell-Cafeteria WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

[ Pepartment/ Test / Parameter Result Units Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 17:36 RPV 

Sample Number: 5E&06251-04 Site: Blue Bell-Gym WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

[ Pepartment/ Test / Parameter Result Units Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 08/29/25 JA 05/30/25 17:38 RPV 

Sample Receipt Conditions: 

Units P/A = Present/Absent 

All samples met the sample receipt requirements for the relevant analyses. 

Units P/F = Pass/Fail 

Report Generated On: 06/05/2025 10:13 am 

STL_DW_Results Revision #4.0 

1037F MacArthur Road, Reading, PA 19605 

5E06251 

Effective: 05/12/2025 

Phone: 610-375-TEST 

SUBURBAN TESTING LABS 
Fax: 610-375-4090 

o
 

| Fy 

a suburbantestinglabs.com 
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Drinking Water Results Report 
Order ID: 5E06248 

950 Sussex Boulevard 

Environmental Control Systems, Inc. Project: Wissahickon School District-Lower Gwynedd Elementary 

School 
Broomall, PA 19008 

Attn: Barbara Lippmann PWSID: 

Sample Number: 5E06248-01 Site: Lower Gwynedd-Nurse Faucet Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:00 pm Sample Type: Grab 

[ Penartment/ Test / Parameter Result Units Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By | 

Metals 
Lead < 0.001 mg/L. EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 17:11 RPV 

Sample Number: 5E06248-02 Site: Lower Gwynedd-Kitchen Prep Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:00 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL PrepDate By  AnalysisDate By 

Metals 
Lead <0.001 mg/L EPA 200.8 0.015 Pass 0.001 09/29/25 JA (05/30/25 17:12 RPV 

Sample Number: 5E06248-03 Site: Lower Gwynedd-Cafeteria WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:00 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL PrepDate By Analysis Date By 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JA 05/30/25 17:14 RPV 

Sample Number: 5E06248-04 Site: Lower Gwynedd-Gym WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:00 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL PrepDate By  AnalysisDate By 

Metals 
Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 = JA 05/30/25 17:15 RPV 

Sample Receipt Conditions: 

All samples met the sample receipt requirements for the relevant analyses. 

Units P/A = Present/Absent 
Units P/F = Pass/Fail 

Report Generated On: 06/05/2025 10:11 am 

STL_DW_Results 

1037F MacArthur Road, Reading, PA 19605 Phone: 610-375-TEST Fax: 610-375-4090 

Revision #4.0 

5E06248 

Effective: 05/12/2025 

SUBURBAN TESTING LABS 
suburbantestinglabs.com 
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Drinking Water Results Report 
Order ID: 5E06249 

Environmental Control Systems, Inc. Project: Wissahickon School District-Shady Grove Elementary 
950 Sussex Boulevard School 
Broomall, PA 19008 

Attn: Barbara Lippmann PWSID: 

Sample Number: 5E&06249-01 Site: Shady Grove-Nurse Faucet Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:45 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 

Lead 0.003 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 17:17 RPV 

Sample Number: 5&06249-02 Site: Shady Grove-Kitchen Prep Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:45 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL  PrepDate By  AnalysisDate By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 17:19 RPV 

Sample Number: 5E06249-03 Site: Shady Grove-Cafeteria WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:45 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL  PrepDate By AnalysisDate By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 17:23 RPV 

Sample Number: 5E06249-04 Site: Shady Grove-Gym WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 1:45 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL Pass/Fail MRL MDL  PrepDate By Analysis Date By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 WA 05/30/25 17:25 RPV 

Sample Receipt Conditions: 

All samples met the sample receipt requirements for the relevant analyses. 

Units P/A = Present/Absent 
Units P/F = Pass/Fail 

Report Generated On: 06/05/2025 10:11 am 5E06249 

STL_DW_Results Revision #4.0 Effective: 05/12/2025 

Ds 
§ 4 

SUBURBAN TESTING LABS| © } 
1037F MacArthur Road, Reading, PA 19605 Phone: 610-375-TEST Fax: 610-375-4090 suburbantestinglabs.com eons 
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Drinking Water Results Report 
Order ID: 5E06250 

Environmental Control Systems, Inc. Project: Wissahickon School District-Stoney Creek Elementary 
950 Sussex Boulevard School 
Broomall, PA 19008 

Attn: Barbara Lippmann PWSID: 

Sample Number: 5E06250-01 Site: Stoney Creek-Nurse Faucet Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

Department / Test / Parameter Result Units Method MCL. Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JA 05/30/25 17:27 RPV 

Sample Number: 5E06250-02 Site: Stoney Creek-Kitchen Prep Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

Department / Test / Parameter Result Units: Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 JJA 05/30/25 17:28 RPV 

Sample Number: 5£06250-03 Site: Stoney Creek-Cafeteria WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

[ Department Test / Parameter Result Units Method MCL Pass/Fail MRL MDL PrepDate By  AnalysisDate By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 05/29/25 SUA 05/30/25 17:30 RPV 

Sample Number: 5E06250-04 Site: Stoney Creek-Gym WF Sample ID: 

Collector: MB Collect Date: 05/20/2025 2:30 pm Sample Type: Grab 

| Bepartment Test / Parameter Result Units Method MCL Pass/Fail MRL MDL Prep Date By Analysis Date By 

Metals 

Lead < 0.001 mg/L EPA 200.8 0.015 Pass 0.001 08/29/25 JJA (05/30/25 17:31 RPV 

Sample Receipt Conditions: 

All samples met the sample receipt requirements for the relevant analyses. 

Units P/A = Present/Absent 
Units P/F = Pass/Fail 

Report Generated On: 06/05/2025 10:12 am 5E06250 

STL_DW_Results Revision #4.0 Effective: 05/12/2025 

SUBURBAN TESTING LABS 
1037F MacArthur Road, Reading, PA19605 Phone: 610-375-TEST Fax: 610-375-4090 suburbantestinglabs.com 
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